
FD20 & FD30  FIRE RESISTING DOOR  SETS
WITH A SELF CLOSING LEAF HUNG ON 3 No.
BUTTS. DOORS WITH A (S) SUFFIX HAVE A
SMOKE SEAL

FD20FD30FD30(s)

FD30(s)

FD30(s)

FD30(s)

FD30(s)

FD30(s)FD30(s)

ROOF CONSTRUCTION OVER BASEMENT:
Single layer high performance roofing (Wolfin
Tectofin or similar)  membrane on 135 Celotex
EL3150 minimum. Upstand & edge details/trims
fixed in accordance with manufacturers
instructions.Stone or timber deck finish on
adjustable support system by Wallban or
similar,above the waterproofing membrane refer
to finishing schedule for decking.
Provide vapour control layer as recommended. .
Ceiling  as before described using 12.7mm
plasterboard skim finished.
Code 5 lead upstands & flashings around
perimeter junction to flat roof.

S

S

H

FD30(s)

FD30(s)

S

W
S
0

1

FD30(s)

FUSED SWITCHED SPUR

UNSWITCHED SINGLE SOCKET CONTROLLED BY
ACP (BELOW WORKTOP, EXCEPT FAN SOCKETS
TO BE AT HIGH LEVEL)

SSO ABOVE WORKTOP LEVEL

PUSH BUTTON LIGHT SWITCH 1100 ABOVE
FFL.

SMOKE DETECTOR AND SOUNDER

CP FIRE ALARM BREAK GLASS CALL POINT

EXIT SIGN WITH EMERGENCY BACK UP
PACK

ELECTRICAL LEGEND

13 A BLANKED OUTLET FOR SHAVER POINT

LIGHT SWITCH

2/3 WAY LIGHT SWITCH

13 AMP SWITCHED SOCKET OUTLET

13 AMP DOUBLE SWITCHED SOCKET OUTLET

ELECTRICTY METERS AT HIGH LEVEL ON BOARD

ELECTRICTY METERS EXTERNAL BOX

GAS METERS EXTERNAL BOX

GAS POINT

EXTERNAL COLD WATER TAP

FOR POSITION OF ELECTRICS IN KITCHEN INCLUDING  FITTINGS
REFER TO  SPECIALIST KITCHEN SUB-CONTRACTORS DETAILS.

Switches and socket outlet positions to comply with Part M of the Building Regulations.
(To be set between 450mm and 1200mm above finished floor level) Socket outlets TV and BT points,
Radiator controls to be set at a common height of between 450 and 600mm above finished floor level.
Door handles, switches, thermostats, door bells to be set at a common height of between 900 and
1200 above finished floor level.(not window ironmongery).
Consumer units to be set between 1350 and 1450 above FFL

FOR POSITION OF INCOMING SERVICES REFER TO
SUB-STRUCTURE DRAWINGS & CIVIL ENGINEERS DRAWINGS

FUSED SWITCHED SPUR WITH PILOT (HW tank)WH

SWITCH WITH INDICATOR FOR LOFT LIGHT

2 AMP TABLE LAMP CIRCUIT POINTS

HIGH LEVEL SWITCHED FUSED SPUR WITH NEON
INDICATOR

N

FUSED SPUR

SH

CENTRAL FUSED MEM 8000 GRID SWITCH

CCU - TO CONTROL AGACCU

PULL CORD LIGHT SWITCH

PELMET LIGHT

LOW ENERGY PENDANT FITTING

WIRING ONLY i.e. OUTSIDE REAR LIGHT FITTING

FLUORESCENT STRIPLIGHT

LOW ENERGY VAPOUR PROOF EXTERNAL
LIGHT with PIR and DAWN to DUSK cut off

RECESSED LED DOWNLIGHTS ( IP4
waterproof rated in BATHROOMS,EN-SUITE &
SHOWER ROOMS)

E

LOW ENERGY BATTEN LIGHT
FITTINGB

b LOW ENERGY BATTEN LIGHT
FITTING FIXED OVER DOOR

LOW ENERGY FLUSH WALL MOUNTED LIGHT
FITTING

TELEPHONE POINT  500mm ABOVE FFL.

TV AERIAL SOCKET 500MM ABOVE FFL.

DATA POINT

SATELLITE POINT
SP

CONSUMER UNIT WITH min 2no SPARE FUSEWAYS

HEAT DETECTOR

SMOKE  DETECTOR - SELF CONTAINED,
MAINS FEED  INTERCONNECTED

CARBON MONOXIDE DETECTOR/ALARM

BOILER PROGRAMMER

THERMOSTAT

BELL PUSH

DOOR CHIME

A

ALARM CONTROL PANEL- wiring only

ALARM BELL SOUNDER

ENTRY PHONE

A EXTERNAL ALARM BELL BOX

ALARM DOOR CONTACT

ALARM KEYPAD

BOILER

MECHANICAL VENT

3Kw IMMERSION HEATER

S

H

CDM

P

e

E

G

BLR

ENERGY DISPLAY DEVICEEDD

ROTARY SINGLE PHASE ISOLATOR LOCATED AT
HIGH LEVEL

COOKER CONTROL UNIT WITH SSO
(30amp)

13 A BLANKED OUTLET FOR SHAVER POINT
FITTED AS CUSTOMER EXTRAS

The Edwards Irish Partnership LLP

Suite 8,Market House,19-21 Market Place, Wokingham, Berks. RG40 1AP

1:

E-mail : email@edwardsirish.com
Tel: 0118-989-4403 Fax: 0118-989-4383

Architects & Surveyors

CAD-REF

North Court

The Lodge

The Ridge

Finchampstead

Rebecca Stead

General Arrangement

Ground & First Floor Plans

50@A1 June 2016

2323 20D

Notes.
All dimensions and levels on site are to be checked prior to commencement of work.
This drawing is the copyright of the Edwards Irish Partnership LLP.

For elevations refer to drawing no.08B and 09

Rev A:Structural Engineers information added, staircase/dormers
repositioned

Rev B:General updates added
Rev C:Family room open fire, and Bedroom 1 fire relocated
Rev D:Amendments to ground floor

231

AutoCAD SHX Text
762

AutoCAD SHX Text
762

AutoCAD SHX Text
762

AutoCAD SHX Text
838

AutoCAD SHX Text
762

AutoCAD SHX Text
838

AutoCAD SHX Text
838

AutoCAD SHX Text
910

AutoCAD SHX Text
GROUND FLOOR PLAN

AutoCAD SHX Text
KITCHEN/FAMILY ROOM

AutoCAD SHX Text
BEDROOM 3

AutoCAD SHX Text
BEDROOM 4

AutoCAD SHX Text
SNUG

AutoCAD SHX Text
DINING HALL

AutoCAD SHX Text
HALL

AutoCAD SHX Text
WC

AutoCAD SHX Text
838

AutoCAD SHX Text
838

AutoCAD SHX Text
BATHROOM 2

AutoCAD SHX Text
BATHROOM 1

AutoCAD SHX Text
A

AutoCAD SHX Text
A

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
UTILITY

AutoCAD SHX Text
838

AutoCAD SHX Text
762

AutoCAD SHX Text
Dummy chimney over

AutoCAD SHX Text
L1

AutoCAD SHX Text
Beam F5 203x203 UC60

AutoCAD SHX Text
Beam F4 203x203 UC60

AutoCAD SHX Text
Beam F3 152x152 UC37

AutoCAD SHX Text
Frame A 203x203 UC60

AutoCAD SHX Text
Frame A 203x203 UC60

AutoCAD SHX Text
Beam F2 203x102 UB23

AutoCAD SHX Text
Beam F1 203x102 UB23

AutoCAD SHX Text
Frame A above 152x152 UC30

AutoCAD SHX Text
Frame A above 152x152 UC30

AutoCAD SHX Text
Post P1 above 100x4 SHS

AutoCAD SHX Text
Post P2 above 100x4 SHS

AutoCAD SHX Text
Post P3 above 100x4 SHS

AutoCAD SHX Text
Post P4 above 70x4 SHS

AutoCAD SHX Text
Post P5 above 70x4 SHS

AutoCAD SHX Text
Frame B above 152x152 UC30

AutoCAD SHX Text
Frame B above 152x152 UC30

AutoCAD SHX Text
Frame B 203x203 UC60

AutoCAD SHX Text
Frame C 203x203 UC60

AutoCAD SHX Text
Beam F6 203x102 UB23

AutoCAD SHX Text
Post P6 70x4 SHS

AutoCAD SHX Text
Post P7 100x4 SHS

AutoCAD SHX Text
838

AutoCAD SHX Text
838

AutoCAD SHX Text
4

AutoCAD SHX Text
5

AutoCAD SHX Text
6

AutoCAD SHX Text
3

AutoCAD SHX Text
7

AutoCAD SHX Text
2

AutoCAD SHX Text
1

AutoCAD SHX Text
8

AutoCAD SHX Text
vaulted ceiling over kitchen area

AutoCAD SHX Text
flat ceiling over 

AutoCAD SHX Text
838

AutoCAD SHX Text
STUDY

AutoCAD SHX Text
STORE

AutoCAD SHX Text
12

AutoCAD SHX Text
13

AutoCAD SHX Text
838

AutoCAD SHX Text
838

AutoCAD SHX Text
762

AutoCAD SHX Text
BEDROOM 1

AutoCAD SHX Text
EN-SUITE 1

AutoCAD SHX Text
EN-SUITE 2

AutoCAD SHX Text
BEDROOM 2

AutoCAD SHX Text
LANDING

AutoCAD SHX Text
ROOF SPACE

AutoCAD SHX Text
ROOF SPACE

AutoCAD SHX Text
1200 high wall 

AutoCAD SHX Text
2000 high headroom 

AutoCAD SHX Text
2350 high headroom

AutoCAD SHX Text
2000 high headroom 

AutoCAD SHX Text
2350 high headroom

AutoCAD SHX Text
1200 high wall 

AutoCAD SHX Text
2000 high headroom 

AutoCAD SHX Text
2350 high headroom

AutoCAD SHX Text
1200 high wall 

AutoCAD SHX Text
2000 high headroom 

AutoCAD SHX Text
2350 high headroom

AutoCAD SHX Text
1200 high wall 

AutoCAD SHX Text
2000 high headroom 

AutoCAD SHX Text
2350 high headroom

AutoCAD SHX Text
2000 high headroom 

AutoCAD SHX Text
2350 high headroom

AutoCAD SHX Text
1200 high wall 

AutoCAD SHX Text
762

AutoCAD SHX Text
FIRST FLOOR PLAN

AutoCAD SHX Text
A

AutoCAD SHX Text
533

AutoCAD SHX Text
533

AutoCAD SHX Text
533

AutoCAD SHX Text
533

AutoCAD SHX Text
LINEN

AutoCAD SHX Text
STORE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
11

AutoCAD SHX Text
10

AutoCAD SHX Text
9

AutoCAD SHX Text
8

AutoCAD SHX Text
Frame A 152x152 UC30

AutoCAD SHX Text
Frame R1 152x152 UC30

AutoCAD SHX Text
Beam R1 152x152 UC30

AutoCAD SHX Text
Beam R3 152x152 UC30

AutoCAD SHX Text
Beam R4 152x152 UC30

AutoCAD SHX Text
Post P1 70x70x5 SHS

AutoCAD SHX Text
wider partition

AutoCAD SHX Text
Post P1 100x4 SHS

AutoCAD SHX Text
Post P3 100x4 SHS

AutoCAD SHX Text
Post P6 70x4 SHS

AutoCAD SHX Text
Beam R12 178x102 UB19

AutoCAD SHX Text
Beam R10 152x152 UC30

AutoCAD SHX Text
Beam R11 152x152 UC30

AutoCAD SHX Text
Beam R13 70x4 SHS

AutoCAD SHX Text
Beam R14 203x102 UB19

AutoCAD SHX Text
Beam R15 152x89 UB16

AutoCAD SHX Text
Beam R17 152x152 UC30

AutoCAD SHX Text
Post P7 100x4 SHS

AutoCAD SHX Text
Beam R18 152x152 UC30

AutoCAD SHX Text
double sided log burner

AutoCAD SHX Text
533

AutoCAD SHX Text
533

AutoCAD SHX Text
PLANT ROOM

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
extract from cloakroom and bathroom, terminating at tile vent

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
exit

AutoCAD SHX Text
2

AutoCAD SHX Text
2/3

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
2A

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
ACP

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
AECLAY

AutoCAD SHX Text
AECGTYPE

AutoCAD SHX Text
0

AutoCAD SHX Text
dims

AutoCAD SHX Text
doors

AutoCAD SHX Text
ctr-line

AutoCAD SHX Text
finishes

AutoCAD SHX Text
ground

AutoCAD SHX Text
fittings

AutoCAD SHX Text
insulation

AutoCAD SHX Text
foundations

AutoCAD SHX Text
construction

AutoCAD SHX Text
damp-proofing

AutoCAD SHX Text
timber

AutoCAD SHX Text
steel

AutoCAD SHX Text
stairs

AutoCAD SHX Text
roof

AutoCAD SHX Text
0

AutoCAD SHX Text
AREA

AutoCAD SHX Text
0

AutoCAD SHX Text
walls2

AutoCAD SHX Text
walls1

AutoCAD SHX Text
0

AutoCAD SHX Text
windows

AutoCAD SHX Text
structure

AutoCAD SHX Text
services

AutoCAD SHX Text
REVISION

AutoCAD SHX Text
notes

AutoCAD SHX Text
Job

AutoCAD SHX Text
CAD REF:PROJECTS

AutoCAD SHX Text
Dwg.

AutoCAD SHX Text
Scale

AutoCAD SHX Text
Drawing

AutoCAD SHX Text
Date

AutoCAD SHX Text
Client

AutoCAD SHX Text
Project



T
his page is intentionally left blank


	81. Application No 173177 -The Lodge, North Court, The Ridges, Finchampstead South
	Floor plan 2
	Sheets and Views
	A1-Grd & 1st Floor




